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1.0 Introduction 
 

1.1 Community 

Los Toros is a community located in the Southern region of Dominican Republic with 

a population of approximately 6000 people. Marquette University was approached by the 

Los Toros Foundation (of Grafton, Wisconsin) to assist with their evaluation of the water 

conditions in the community. The local economy is driven in large part by agriculture, 

with major crops consisting of tobacco, sugar cane, bananas, tomatoes, and a wide variety 

of other smaller crops. In addition to agriculture, the community supports various 

initiatives geared towards early health and educational development for their children to 

be able to attend college in the capitol city, Santo Domingo. The Los Toros Foundation 

has been working with the community for over 15 years on establishing local committees, 

each focusing on a specific discipline such as: Health, Water, Agriculture, High School 

Education, Mothers Group, and Youth Group. 

 

1.2 Water Project 

  Water in Los Toros is provided by a government-funded aqueduct system that serves 

4 different communities: Guanabana, Tabara Arriba, Los Toros, and Sahanoa. The 

estimated age of the aqueduct is between 23-25 years. The system was built by INAPA, 

the national government authority on water projects. The aqueduct water is utilized for 

drinking, cooking, bathing, faucets, and toilets. Approximately 50 families use an 

additional treatment step prior to consumption in the form of string-carbon filters donated 

by a not-for-profit group based out of Florida. For members of the community that have 

the financial means, 5-gallon bottles of purified water is sold at local stores or colmados 

for RD$25 (Dominican pesos), and this water is used primarily for drinking. According 

to the Water Committee, the percentage of households who buy bottled water ranges 

from 15 to 25% of the village. The purpose of Marquette EWBôs first trip to Los Toros is 

to:  

 

¶ Continue the evaluation of the string-carbon bucket filters currently being used. 

¶ Test the quality of the water used by the community and better understand typical 

water treatment and sanitary practices with the community. 

¶ Establish a baseline understanding of water system function and physical 

condition of the distribution system. 

¶ Perform a baseline health assessment of the community. 

 

2.0 Marquette University Filter Testing 
 

2.1 Filter Testing Introduction 

Testing was conducted at the Marquette University Water Quality Center during 

the weeks leading to the assessment trip to Los Toros. The first round of testing took 

place on Thursday April 5
th
, 2007 with the following attendees: 

 

 Mike Dollhopf (Marquette University Water Quality Center) 

 David Bennett (Brown & Caldwell) 
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 Neal Styka (EWB Marquette) 

 Philip Ritger (EWB Marquette) 

 

The second round of testing took place on Thursday, May 17
th
, 2007 with the 

following attendees: 

 

 Mike Dollhopf (Marquette University Water Quality Center) 

 Neal Styka (EWB Marquette) 

 Philip Ritger (EWB Marquette) 

 

The purpose of the testing was to determine the effectiveness of string-carbon 

filters currently being used by a number of families in 

Los Toros to filter and, in conjunction with point-of-

use chlorine treatment, disinfect the aqueduct water in 

order to make it suitable for drinking.  

The water filters consist of two buckets joined 

by a PVC casing which holds the carbon filter and 

string element (see Figure 2.1 at right). Water is 

placed in the upper bucket and 25 drops of chlorine 

are added to the full bucket in order to disinfect the 

water. After the water has passed through the filters, it 

is collected in the lower bucket and a plastic valve 

allows the user to fill other containers with the water 

once it is treated. The string element is intended to 

remove particulates before passing through the carbon 

filter, which is intended to remove some of the 

residual chlorine and harmful organic compounds in 

the water. 

 

2.2 Procedure 

The aim of the experimental procedure was to produce coliform levels similar to 

those seen in Los Toros as well as to replicate the treatment procedure typically practiced 

in the homes with filters. Therefore, the following procedure was followed for round 1 of 

the testing: 

1. Aerated tap water samples were induced with a concentrated culture to produce 

approximately 500-1000 colony-forming units per milliliter (CFU/mL) 

concentration in the water prior to treatment. The contaminated water was then 

tested for presence/absence of coliforms using the Colilert® reagent method from 

IDEXX Laboratories, Inc. This consisted of collecting a 100 mL sample of the 

contaminated water in a sterilized beaker and adding one packet of Colilert 

reagent to the water. The beaker then was placed in an incubator at 35° C for 24 

hours. 

2. Half of the contaminated water (~2.5 gal) was sent through the filter element 

without chlorination. After approximately 1 hour, a 100 mL sample was collected 

from the lower bucket using a sterilized beaker. One packet of Colilert was then 

Figure 1-01: String-Carbon Filter 
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added to the beaker, the beaker was mixed gently, and placed in an incubator at 

35° C for 24 hours. 

3. After the contaminated water was sent through the filter, the other half of the 

water (~2.5 gal) was poured into the upper bucket. After pouring the water into 

the bucket, the recommended chlorine dosage for drinking water as indicated on 

the package (5 drops per gallon or 13 drops total) was added and the bucket was 

lightly agitated to facilitate mixing of the chlorine with the water. After 

approximately 1 hour, a 100 mL sample was collected from the upper bucket 

using a sterilized beaker. One packet of Colilert was then added to the beaker, the 

beaker was mixed gently, and placed in an incubator at 35° C for 24 hours. 

4. In addition to the chlorinated only water, a 100 mL sample was collected from the 

lower bucket (chlorinated and filtered water) in a sterilized beaker at the same 

time. One packet of Colilert was then added to the beaker, the beaker was mixed 

gently, and placed in an incubator at 35° C for 24 hours. 

5. Steps 2-4 were repeated for another 5-gallon contaminated water sample. 

 

The procedure was repeated for round 2 of the testing, except for the following 

modifications: 

¶ Prior to performing the test, the filter was shock chlorinated, flushed and allowed 

to dry for 2 weeks in order to kill any residual bacteria in the string filter element 

that may have been affecting the results of round 1 of the testing. 

¶ The contaminated water was chlorinated in a separate container for 1 hour in 

order to allow the disinfection process to occur prior to filtration and prohibit 

contaminated water to pass through the filter into the lower bucket. 

 

2.3 Results and Discussion 

 The results of the coliform presence/absence testing are tabulated below: 

 

Table 2.1: Round 1 Testing Results 

  Treatment Description 
Sample 

Number 

Coliform 

Presence 

Fecal Coliform 

Presence 

  

Contaminated Water 

(No Treatment) 
1 Yes Yes 

Run A 

Filtered Only 2 Yes Yes 

Chlorinated Only 4 No No 

Filtered & Chlorinated 5 Yes Yes 

Run B 

Filtered Only 3 Yes Yes 

Chlorinated Only 6 No No 

Filtered & Chlorinated 7 Yes Yes 

 

Table 2.2: Round 2 Testing Results 

  Treatment Description 
Sample 

Number 

Coliform 

Presence 

Fecal Coliform 

Presence 

  

Aerated Tap Water (No 

Treatment) 
1 No No 

Run A 
Filtered Only 2 Yes Yes 

Chlorinated Only 4 No No 
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Filtered & Chlorinated 5 No No 

Run B 

Filtered Only 3 Yes Yes 

Chlorinated Only 6 No No 

Filtered & Chlorinated 7 No No 

 

  For round 1 of the testing, there are a few suspected causes as to why the filtered 

and chlorinated water tested positive: 1) A significant amount of contaminated water 

passed through the filter before coming into contact with the chlorine, 2) The filter 

element already had significant levels of bacteria present and the chlorinated water 

simply flushed these bacteria to the lower bucket, and 3) A combination of the two 

scenarios. The results from round 2, in which the treatment method was slightly 

modified, suggest that if chlorination is performed prior to filtration, the effectiveness of 

bacteria removal is increased. Both cases indicate that the biggest factor in ensuring that 

the bacteria are properly killed off is chlorinating at the proper dosage rates (5 drops per 

gallon of water).  

Physical filtration by means of the string filter may still be a beneficial step in the 

process in that it can help to remove larger matter and particulates that may be in the 

water. However, over time the filter may actually cause more harm than benefits if 

bacteria begin to be retained in the filter and thrive in the moist, hot environment. For this 

reason, changing filter elements at the manufacturerôs recommended interval (8-12 

months) is an important maintenance requirement that should not be ignored. 

 

2.4 Conclusions 

 The testing of the string-carbon filters in a controlled environment at Marquette 

University revealed some important considerations in regards to usage and maintenance. 

The first consideration is the importance of disinfection in order to kill off the coliforms 

and bacteria present in the water sources in Los Toros. The recommended amount 

displayed on the instructions of locally available Clorox Bags is 5-15 drops per gallon, 

depending on whether the water is used for straight consumption or for washing produce. 

Although the chlorine will help to kill off some of the harmful organisms present in the 

water, a possible obstacle to widespread acceptance is objectionable taste and odor when 

consuming the chlorinated water. The price of the bags of Clorox (4 oz) is RD$5, which 

translates to roughly US$0.15. Therefore, the amount of water that can be disinfected 

using one 4 oz packet of Clorox ranges from 180 ï 380 gallons. Some estimates put 

annual household income at around $2400 for the Dominican Republic
1
; therefore if a 

family were to use 100 gallons of disinfected water per day, this would translate to 

US$14.50 - $30.00, meaning a modest percentage of income (a little more than 1 percent) 

would go a long way towards better water quality. 
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3.0 Physical System Description 
 

3.1 Aqueduct Function 

The aqueduct is approximately 5 km long from the source of the water (the dry sand filter 

and the smaller stream in the mountains) to Los Toros. The dry sand filter and stream are 

collected in a large caption tank and enter the aqueduct. The dry sand filter consists of a 

rock and sand dam which traps the rainwater running down the mountain. This trapped 

water then provides pressure to force the water through a 4-6ò layer of rocks and sand to 

trap sediments (see photo below).  

 
In the caption tank, there are three separate sections. The first is the actual collection 

tank, where water moves swiftly (see photo) 

Figure 3-01: River Bed Sand Filter 

Sand Filter 

Subterranean 

Collection Piping 


